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INFARED HEATERS

GENERAL NOTES

PROVIDE ALL LABOR, MATERIAL AND EQUIPMENT REQUIRED FOR COMPLETE, SAFE, WORKABLE SYSTEMS AS
INDICATED ON THE DRAWINGS AND AS SPECIFIED. TEST ALL SYSTEMS TO ASSURE PROPER OPERATION. USE
NEW EQUIPMENT OF THE LATEST DESIGN.

SECURE AND PAY FOR ALL PERMITS AND OBTAIN ALL INSPECTIONS REQUIRED TO COMPLETE WORK SHOWN AND
SPECIFIED.

GUARANTEE ALL WORK TO BE FREE FROM DEFECTS IN MATERIAL AND WORRMANSHIP FOR ONE YE“R FROM DATE
OF JOB COMPLETION.

CONTRACTOR SHALL COMPLY WITH THE APPLICABLE LOCAL, STATE AND NATIONAL CODES, OFDIN2NCES AND
REGULATIONS AFFECTING MATERIALS AND METHODS USED AND RECOMMEFDED PRACTICES AS SET L”WN BY NFPA,

UNIFORM MECHANICAL CODE, SMACNA, UNIFORM PLUMBING CODE, UNIFORM BUILDING CODE, AGA, AMCA, AWWA, °

NATIONAL ELECTRICAL CODE AND ALASKA FIRE SAFETY CODE, EXCEPT IN CASES WHERE STATUTES GOVERN.
DURING FINAL INSPECTION, DEMONSTRATE THAT THE ENTIRE INSTALLATION OPERATES SATISFACTORILY IN
ACCORDANCE WITH DRAWINGS AND SPECIFICATIONS. REPAIR OR REPLACE ITEMS THAT FAIL. PRCVIDE OWNER
WITH AIR BALANCE REPORT.

INSTRUCT OWNER'S PERSONNEL IN OPERATING AND MAINTENANCE PROCFDURES.

ALL WORK IS TO BE DONE BY WORKMEN SKILLED IN AND REGULARLY EMPLOYED AT THAT TRADE.

INSTALL ALL EQUIPMENT PER MANUFACTURERS RECGMMENRDATIONS.

INSTALL EQUIPMENT AS TO PROViDE EASE OF ACCESS FOR MAINTENANCE. PROVIDE ACCESS DOORS FOR
CONCEALED EQUIPMENT, VALVES, DAMPERS AND OTHER MECHANICAL DEVICES.

DO NOT BEND OR SPRING PIPE TO FIT CONDITIONS OR MAKE-UP JOINTS. PROVIDE VALVES ON ALL BRANCH
LINES.

MAINTAIN CURRENT "AS-BUILTS" AS THE PROJECT PROGRESSES AND TURN OVER TO OWNER AT THE TIME OF
FINAL INSPECTION.

REPAIR ALL CONSTRUCTION DAMAGED WHILE PERFORMING WORK UNDER THIS CONTRACT. CLEAN AREA OF ALL
CONSTRUCTION DEBRIS UPON JOB COMPLETION.

REFERENCE ARCHITECTURAL DRAWINGS FOR EXACT SIXTURE LOCATIONS.

INSULATE ANI LABEL ALL HOT AND COLD PIPES WITH 1° ¥IBERGLASS.

STERILIZE DOMESTIC WATER SYSTEM PRIOR TO DWNERFS USE.

PROVIDE A GAS TRAIN WITH DIRT LEG ON ALL GAS APPLIANCES.

THE CONTRACTOR IS TO VERIFY ALL UTILITY LOCATIONS SHOWN BEFORE CCONSTRUCTION.
USE EXPLOSION PROOF MOTORS ON ALL EQUIPMENT IN THE APPARATUS ROOM. -

NO ELECTRICAL CONNECTIONS ARE TO BE MADE BELOW 18" ABOVE THE FINISHED FLOOR IN THE APPARATUS
ROOM.

SEQUENCE OF OPERATION

ON/OFF/AUTO SWITCH. IN "AUTOMATIC" MODE, CARBON MONOXIDE DETECTOR CYCLES FAN TO MAINTAIN
AN AVERAGE CO LEVEL OF 50 PPM OR LESS DURING ANY EIGHT (8) HOUR PERIOD, AND A PEAK co
LEVEL OF 200 PPM OR LESS DURING ANY ONE (1) HOUR PERIOD. 1IN "ON" MODE FAN RUNS FULL TiME.

SWITCHES WITH LIGHTS. PACE DD-150G, 1/50 HP, 115V, 10.

LP GAS FIRED. SIZED AND DESIGNED BY MANUFACTURER. CONTROL SEQUENCE BY MANUFAC-
TURER TO MAINTAIN ROOM TEMPERATURE OF 65F.

BASEBOARD WALL MOUNTED ELECTRICAL THERMOSTAT CYCLES ELECTRIC BASEBOARD TO MAINTAIN SETPOINT, INI-

TIALLY 70F.

UNIT HEATER ELECTRIC THERMOSTAT MOUNTED ON WALL CYCLES FAN AND ELECTRIC HEATER TO MAINTAIN

SETPOINT, INITIALLY 60F.

TANK FILL FLOAT SWITCH IN UNDERGROUND TANK OPENS SOLENOID VALVE TO ALLOW FLOW TO TANK AND STARTS

TRUCK FILL

WELL PUMP WHEN WATER DROPS BELOW PRESET LEVEL (AS HIGH AS POSSIBLE IN TANK). SOLENOID
VALVE CLOSES AND WELL PUMP CONTROL RETURNS TO DOMESTIC WATER CONTROL WHEN WATER STORAGE
TANK IS FULL. MANUAL OVERRIDE PROVIDED IN THE TANK FILL CONTROL PANEL.

MANUAL ON/OFF SWITCH AT PANEL FOR TRUCK FILL PUMP. SPRING LOADED (TO OFF) SWITCH AT
EACH FILL STATION. LOW LEVEL FLOAT SWITCH OVERRIDES CONTROLS TO PREVENT PUMP OPERATION
WHEN WATER LEVEL IN TANK DROPS BELOW 6" ABOVE SUCTION OF PUMP.
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